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Figure 1. Exterior of Sand Creek Treatment plant. 

 

Figure 2. June 2011 DMR. 
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Figure 3 June 2011 Operator Log sheet for Sand Creek plant. 
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Figure 4 June 2011 TSS sample data sheet. 

 

Figure 5. Laboratory TTHM analysis sheet from June 2011. 
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Figure 6. Laboratory metals analysis sheet from May 2011. 
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Figure 7. Onsite laboratory area in plant building. 

 

Figure 8. View of raw water settling basin at west end of plant. 
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Figure 9. Two of the four filters (other two are to left of picture). 

 

Figure 10. Plant O&M Manual. 
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Figure 11. Monitoring record and equipment manual storage drawer at plant. 
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Figure 12. QA and BMP (dated 2/22/2007) plan for plant. 
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Figure 13. Backwash pipe with flow meter. 

 

Figure 14. Chlorine Injection Point 
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Figure 15. Air Tanks for Hydropneumatic Valves 

 

Figure 16. Plant piping, including backwash (large horizontal blue pipe). 
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Figure 17. Distribution Entry Point 

 

Figure 18. pH meter, turbidimeter and chlorine analyzer in treatment building. 
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Figure 19. New walking bridge to access settling pond. 

 

Figure 20. Settling basin for filter backwash. 
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Figure 21. Discharge sampling point from settling basin (Outfall 001). 


